Location: ENGINEERS DEPOT
102 2nd St NE

Harlowton, MT 59036-2910 Wheatland

Facility Summary in Wheatland County in the City of Harlowton

System Facility 1D:54-04934

Facility Code: 29584

Last Inspected On: 07/28/2021

Operating Permit Renewal Date: 10/31/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Dennis Whitmore 4066515101
Operator Contact: Savannah Truesdale;Shawn Truesdale;William Woods 4066324630
Owner/Operator: Dennis Whitmore
Savannah Truesdale, UST Class A Operator
Savannah Truesdale, UST Class B Operator
Shawn Truesdale, UST Class A Operator
Shawn Truesdale, UST Class B Operator
William Woods, UST Class A Operator
William Woods, UST Class B Operator
TankCode 05 ...~ Tank Installed oo oo I Cathodically | - o T I .
Tank Age 34 Date 11/17/1988 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1045 Spill Test Date Date S oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date 07/05/2022 Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 04/23/2021 Leak Detection Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
S 4000 A T (DR Test Date Leak Detection Detection SIS /- 80 No
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-350
Tank Code 06 Tank Installed . Cathodically _ . . . . .
Tank Age 34 Date 11/17/1988 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1046 Spill Test Date Date S oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date 07/05/2022 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 04/23/2021 Test Date 04/23/2021 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) . Continuous
Capacity 4000 ATG Test Date L2 T =53 04/29/2021 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection Monitoring
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Gilbarco-Veeder

Overfill Test Date ATG Type ROOUTLS-350
LSS0l 07 Tank Age 34 BZ?: Tl fze 11/17/1988 Tank Material IE’:?()ttheocC:iecda”S);eel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 4342 Spill Test Date Ei;ti:g i lze -(I;?)T(struction Eigrzggruction Double Walled AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%ltightness 07/05/2022 _Cl_t)e/\‘t):és;r.gphic i Elazcktrgr;itce(l:_tigre Piping Type Pressurized CP Met Types Galvanic
Product Gasoline PLLD TestDate  04/23/2021  Jan<IPIPING CF - 557205, T T é‘;fé?ﬁ;g;a”k Prinary Pipe ELLD 0.2 Vapor Recovery  No
Capacity 4000 ATG Test Date o el Secondary Pipe  |0CiT  EnergyAct o
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring = .
Overfill Test Date ATG Type CR;(I;?JZ[IE:I?SVS?SE(? er
Tank Code 08 Tank Age 19 E";‘: Tnsilze 07/17/2003 Tank Material Ig:?(;[]eoc?:ecc?ns);eel Piping Material Flexible Plastic Overfill Types High Level Alarm
| e e e PR Conseton Comstucion __ DowleVialed AST oo
Tank Status Sgge”“y N MLLD Test Date f:;'t‘%;ight”ess 07/05/2022 %";‘;aesggphic LD E'facfgg't‘;;'gf Piping Type Pressurized CP Met Types  Galvanic
Product Diesel PLLD Test Date  04/23/2021 i‘;‘gt“g’;ﬂ”‘-’ CP 042312021 E;g‘(a&tzi?i'gn é‘;ﬁj’gﬁfg%;""”k gggg{%} r':ipe Eft;e:rtl%t:ul%ll;s Vapor Recovery  No
Capacity 6000 | ATGTestDate LineTightness (5005, ~ SecondayTank | SecondaryPipe g po, | EnergyAct  Yes

Overfill Test Date

Test Date

Leak Detection

ATG Type

Gilbarco-Veeder
Root/TLS-350

Detection

Location: MALMSTROM AFB K 1

Facility Summary in Wheatland County in the City of Harlowton

Facility Code: 29612
Last Inspected On: 03/29/2022
Operating Permit Renewal Date: 08/21/2025

US Hwy 191

Harlowton, MT 59036 Wheatland System Facility 1D:54-09085

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ
Candace Ellsworth, UST Class A Operator

Candace Ellsworth, UST Class B Global Operator
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Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator

Tank Code 03 . Flapper
Tank Age 60 Tank Installed — 5/,5/1 96 Tank Material Cathodically Piping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Protected Steel Alarm
Tag Number 341 Spill Test Date 03/25/2022 gt (it UEILS :_ri?eer(ijorllm ressed B Double Walled AST No
9 P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D . . . Impressed
Tank Status Use MLLD Test Date Test Date 03/25/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Current
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date Test Date 01/09/2021 Leak Detection Gauging 0.2 Detection :\Sllter_stlt[al Vapor Recovery No
onitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 03/25/2022 Test Date Leak Detection Detection Energy Act No

Gilbarco-Veeder
Overfill Test Date  03/25/2022 ATG Type Root/TLS-
350/Gilbarco EMC

Facility Summary in Wheatland County in the City of Harlowton

Location: MALMSTROM AFB K 10 Facility Code: 29621
US Hwy 12 Last Inspected On: 03/29/2022
Harlowton, MT 59036 Wheatland System Facility 1D:54-09094 Operating Permit Renewal Date: 07/31/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 Flapper

Tank Installed . Fiberglass . . Fiberglass . o
Tank Age 29 Date 06/01/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xa\r/rtre],ngh Level
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03/24/2022

Continuous Continuous

Interstitial Interstitial
Monitoring Monitoring

Gilbarco-Veeder
Root/TLS-350
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Facility Summary in Wheatland County in the City of Harlowton

Location: MALMSTROM AFB K 11
US Hwy 12
Harlowton, MT 59036 Wheatland

Facility Code: 29622
Last Inspected On: 03/29/2022

System Facility 1D:54-09095 Operating Permit Renewal Date: 07/31/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . Flapper
Tank Age 29 Tl siietlizs 06/01/1993 Tank Material Flb'erglass . Piping Material Flexible Plastic Overfill Types Valve;High Level

Date Reinforced Plastic Alarm

TagNumber 31 Spill TestDate 0324022 FPIM@Installed Tk oplewaled PG DoubleWaled ~ AST N
Date Construction Construction

Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 03/24/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous ; . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -

Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring

Capacity 4000 ATG Test Date 03/24/2022 .II‘.g;et 'lgla?tr;tness SEEENCEN TS BB (FDE Energy Act No

Leak Detection Detection

. Gilbarco-Veeder
Overfill Test Date 03/24/2022 ATG Type ROOUTLS-350

Facility Summary in Wheatland County in the City of Harlowton

Location: MALMSTROM AFB K 2
US Hwy 191
Harlowton, MT 59036 Wheatland

Facility Code: 29613
Last Inspected On: 03/29/2022

System Facility 1D:54-09086 Operating Permit Renewal Date: 08/21/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Installed ; Fiberglass f ; Fiberglass q o
Tank Age 29 Date 06/01/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬂ\r/r?{ngh Level
TagNumber 322 | Spill TestDate 0322022 FPINGInstalled Tk opewaled  PPING DoubleWaled ~ AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 03/24/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- - Continuous n 7 Continuous
Product Diesel PLLD Test Date 122:‘ g’;tp;ng G E;';T(aéitzi?ilgn Interstitial ng gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
- Line Tightness Secondary Tank Secondary Pipe
L e ATGTestDate 03242022 Testpate Leak Detection Detection .
. Gilbarco-Veeder
Overfill Test Date  03/24/2022 ATG Type ROOYTLS-350
Facility Summary in Wheatland County in the City of Harlowton
Location: MALMSTROM AFB K 3 Facility Code: 29614
US Hwy 191 Last Inspected On: 03/29/2022
Harlowton, MT 59036 Wheatland System Facility 1D:54-09087 Operating Permit Renewal Date: 07/31/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
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Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Installed ; Fiberglass f ; Fiberglass q o
Tank Age 29 Date 06/01/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xg{;/:;,ﬂgh Level
TagNumber 33 | Spill TestDate 0322022 FPINGInstalled Tk opewaled  PPING DoubleWaled ~ AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 03/24/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- . Continuous n 7 Continuous
Product Diesel PLLD Test Date 1:2:(%3;?;”9 G Egz:?(algsétzi?ilgn Interstitial Bg{gg{%slpe Interstitial Vapor Recovery No
Monitoring Monitoring
- Line Tightness Secondary Tank Secondary Pipe
L e ATGTestDate 03242022 Testpate Leak Detection Detection .
. Gilbarco-Veeder
Overfill Test Date  03/24/2022 ATG Type ROOYTLS-350
Facility Summary in Wheatland County in the City of Harlowton
Location: MALMSTROM AFB K 4 Facility Code: 29615
US Hwy 12 Last Inspected On: 03/29/2022
Harlowton, MT 59036 Wheatland System Facility 1D:54-09088 Operating Permit Renewal Date: 07/31/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 341 CES CEANQ 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128
Owner/Operator: 341 CES CEANQ
Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator
Tank Code 2 . 4929200 OB T 000 | Flapper
Tank Installed . Fiberglass . . Fiberglass . o
Tank Age 29 Date 06/01/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xa\r/rtre],ngh Level
MagNimbet s | Spill TestDate 03252022 FPIM@nstalled Tk opewaled PG DoubleWaled ~ AST N
Date Construction Construction
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Sump Tightness 03/25/2022 Catastrophic L.D

Use Test Date Type 3.0
. . Continuous . . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P
Product Diesel PLLD Test Date . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 03/25/2022 Test Date Lerk e Detection Energy Act No
Overfill Test Date  03/25/2022 ATG Type Gilbarco-Veeder

ROOYTLS-350
Facility Summary in Wheatland County in the City of Harlowton

Location: MALMSTROM AFB K 6
US Hwy 12
Harlowton, MT 59036 Wheatland

Facility Code: 29617
Last Inspected On: 03/29/2022

System Facility 1D:54-09090 Operating Permit Renewal Date: 07/31/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Age 29 Tl siietlizs 06/01/1993 Tank Material Flb_erglass . Piping Material Flb_erglass . Overfill Types Valve;High Level
Date Reinforced Plastic Reinforced Plastic Alarm
TagNumber 346 | Spill TestDate 032502 FPim@mstalled Tak o puewaled  PRING Double Waled  AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0 EEECCBUNNNNES . NN 00
Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 03/25/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. n Continuous ; . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale  OS/28R022  Testpate Leak Detection Detecton .
Overfill Test Date  03/25/2022 ATG Type Gilbarco-Veeder

Root/TLS-350
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Facility Summary in Wheatland County in the City of Harlowton

Location: MALMSTROM AFB K 8
US Hwy 191
Harlowton, MT 59036 Wheatland

Facility Code: 29619
Last Inspected On: 03/29/2022

System Facility 1D:54-09092 Operating Permit Renewal Date: 07/31/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Age 29 Tl siietlizs 06/01/1993 Tank Material Flb'erglass . Piping Material Flb_erglass . Overfill Types Valve;High Level

Date Reinforced Plastic Reinforced Plastic Alarm

TagNumber 38 | Spill Test Date 0352022 FPIM@nstelled Tk oplewaled PG DoubleWaled ~ AST N
Date Construction Construction

Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 03/25/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous ; . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -

Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring

Capacity 4000 ATG Test Date 03/25/2022 .II‘.g;et 'lgla?tr;tness SEEENCEN TS BB (FDE Energy Act No

Leak Detection Detection

. Gilbarco-Veeder
Overfill Test Date 03/25/2022 ATG Type ROOUTLS-350

Facility Summary in Wheatland County in the City of Harlowton

Location: MALMSTROM AFB K 9
US Hwy 12
Harlowton, MT 59036 Wheatland

Facility Code: 29620
Last Inspected On: 03/29/2022

System Facility 1D:54-09093 Operating Permit Renewal Date: 07/31/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Installed ; Fiberglass f ; Fiberglass q o
Tank Age 29 Date 06/01/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬂ\r/r?{ngh Level
TagNumber 319 | Spill TestDate 0322022 FPINGInstalled Tk opewaled  PPING DoubleWaled ~ AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 03/24/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
Am ; Continuous . . Continuous
Product Diesel PLLD Test Date 122:‘ g’;tp;ng G E;';T(aéitzi?ilgn Interstitial ng gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
Capacity 4000 ATG TestDate 031242022 oo E‘E%';t”ess SRR TEls SEEEEE P Energy Act No

Leak Detection

Detection

. Gilbarco-Veeder
Overfill Test Date  03/24/2022 ATG Type ROOYTLS-350

Facility Summary in Wheatland County in the City of Harlowton

Location: RAYS SPORT AND WESTERN WEAR
1504 US Hwy 12 E
Harlowton, MT 59036 Wheatland

Facility Code: 29636
Last Inspected On: 11/19/2020

System Facility 1D:54-11975 Operating Permit Renewal Date: 02/24/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Ray and Alma Hinand Trust Rays Sports and Western 4066324329

Operator Contact: Anita Leach

Owner/Operator: Ray and Alma Hinand Trust Rays Sports and
Western

Anita Leach, UST Class A Operator
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Anita Leach, UST Class B Operator

Fiberglass
Reinforced Plastic

Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Fiberglass
05/01/1984 Bare Steel Reinforced Plastic

High Level Alarm

Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Fiberglass
01/01/1984 Bare Steel Reinforced Plastic

High Level Alarm

Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Facility Summary in Wheatland County in the City of Judith Gap
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Location: JUDITH GAP OIL
302 High St

Judith Gap, MT 59453-7703 Wheatland

System Facility ID:54-07616

Facility Code: 29605

Last Inspected On: 02/08/2022

Operating Permit Renewal Date: 05/08/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: David Miller 4066324891
Operator Contact: Jeffery Miller
Owner/Operator: David Miller
Jeffery Miller, UST Class A Operator
Kim Miller, UST Class B Operator
TankCode 07 .. Tank Installed oo o I Fiberglass o ™ N 1 I o
Tank Age 16 Date 10/02/2006 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank K Piping
Tag Number 5089 Spill Test Date 02/08/2022 Date 08/23/2006 - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 02/08/2022 Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale 02082022 Testpate OULNEO%  LeakDetection Detecton .
Gilbarco-Veeder
Overfill Test Date 02/08/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 08 Tank Installed . Fiberglass - . . . . .
Tank Age 16 Date 10/02/2006 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank K Piping
B | Sil TestDaie 020082022 pate COlE3I2006  Construction  POMPEWAIRY construction  Povlewaled | AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestDate 02082022 fTestbae Leak Detection _ Gauging02 ___ Defection oz ] .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 5000 ATG Test Date 02/08/2022 Test Date 07/16/2021 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  02/08/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 09 Tank Installed n Fiberglass . . . . . .
Tank Age 16 Date 10/02/2006 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 5091 Spill Test Date  02/08/2022  FiPing Installed 5,550 TELTIS Double-Walled ~ FIPINg Double Walled ~ AST No

Report Created: 11/1/2022

Date

Construction

Construction
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Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 02/08/2022 Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale  020BR022  Testate OFLNEOA | LeakDetecon Detecton .
Gilbarco-Veeder
Overfill Test Date  02/08/2022 ATG Type RoOt/TLS-
350/Gilbarco EMC
Tank Code 10 Tank Installed . Fiberglass _ . . . . .
Tank Age 16 Date 10/02/2006 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank K Piping
| e Spil TestPare 020082022 pate 0Ol2312006  Construction  POUPEWAIY  construction  Povlewaled - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] PLLDTestDate 0202022 testbate Leak Detection _ Gauging02 ___ Defection ez ] .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 5000 ATG Test Date 02/08/2022 Test Date 07/23/2021 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date 02/08/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 11 Tank Installed - Fiberglass . . . . . .
Tank Age 16 Date 10/02/2006 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 5093 Spill Test Date 02/08/2022 Date 08/23/2006 - Double-Walled oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 02/08/2022 Test Date Ler Daicsiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale  O020BR022  TestDate OTSEOM  LeakDetecon Detecton .
Gilbarco-Veeder
Overfill Test Date  02/08/2022 ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 12 Tank Installed . Fiberglass _ . . . . .
Tank Age 16 Date 10/02/2006 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank K Piping
B | Spil TestPare 020082022 pate 0O/2312006  Construction  POMPEWAISY  construction  Povlewaled L AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R plesel ] PLEDTestDale OOBR022  Testbate Leak Detection _ Gauging 0.2 Detection etz ] .
5 Line Tightness Secondary Tank Secondary Pipe
Capacity 5000 ATG Test Date 02/08/2022 Test Date 07/21/2021 Leak Detection Detection Energy Act No
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Gilbarco-Veeder
Overfill Test Date 02/08/2022 ATG Type ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Wheatland County in the City of Judith Gap

Location: MALMSTROM AFB L 1 Facility Code: 20331
US Hwy 191 Last Inspected On: 03/28/2022
Judith Gap, MT 59453 Wheatland System Facility 1D:14-09096 Operating Permit Renewal Date: 07/31/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 01 . Flapper
Tank Age 60 Ustile fusiiellizg 05/02/1962 Tank Material Cathodically Piping Material Flexible Plastic Overfill Types Valve;High Level
Date Protected Steel Alarm
Taghumber 18 SpilTesibae  copszozz  PEMOMsled e e rpressed PINS couewaics [ w
9 P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D . . . Impressed
Tank Status Use MLLD Test Date Test Date 03/23/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Current
- " ) n n Continuous
Product Diesel PLLD Test Date Vel Pjpli) €= 01/07/2021 PRy Tan.k Automatlc Tank Prlmary Rlie Interstitial Vapor Recovery No
Test Date Leak Detection Gauging 0.2 Detection Monitori
onitoring
5 Line Tightness Secondary Tank Secondary Pipe
| e ATGTestDawe 0282022 Testpae Leak Detection Detection .
Gilbarco-Veeder
Overfill Test Date 03/23/2022 ATG Type RooOt/TLS-
350/Gilbarco EMC
Facility Summary in Wheatland County in the City of Judith Gap
Location: MALMSTROM AFB L 3 Facility Code: 29623
Road 297 Last Inspected On: 03/28/2022
Judith Gap, MT 59453 Wheatland System Facility 1D:54-09098 Operating Permit Renewal Date: 08/07/2025
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . Flapper
Tank Age 29 Tank Installed — 5/)1 /1993 Tank Material Fiberglass  ping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Reinforced Plastic Alarm
””””””””””””””” e oo PipingInstalled ..o Tank oo Piping L e
Tag Number 352 Spill Test Date 03/23/2022 Date 11/16/2016 S Double-Walled oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 03/23/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- q Continuous ; . Continuous
Product Diesel PLLD Test Date $22tk g’;{)éng ep Egg?(agétzac?ilgn Interstitial [P):{g 2tri)(/) E'pe Interstitial Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring (W Monitoring Lo
- Line Tightness Secondary Tank Secondary Pipe
| . AoTestbate  O9EIRE Testpate LeakDetection Detection .
Gilbarco-Veeder
Overfill Test Date 03/23/2022 ATG Type RoOt/TLS-
350/Gilbarco EMC
Facility Summary in Wheatland County in the City of Judith Gap
Location: MALMSTROM AFB L 4 Facility Code: 29624
Road 297 Last Inspected On: 03/28/2022
Judith Gap, MT 59453 Wheatland System Facility 1D:54-09099 Operating Permit Renewal Date: 08/07/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128
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Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator

Candace Ellsworth, UST Class B Global Operator

Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Installed ; Fiberglass f ; Fiberglass q o
Tank Age 29 Date 06/10/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xg{;/:;,ﬂgh Level
TagNumber 353 Spill TestDate 03232002 FPINgInstalled Tank Double-Walled PG Double Walled  AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D ) - " ) .
Tank Status Use MLLD Test Date Test Date 03/23/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
Am ; Continuous . . Continuous
Product Diesel PLLD Test Date 122:‘ g’;tpéng G Egz:?(algsétzi?ilgn Interstitial Bre:trg gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
- Line Tightness Secondary Tank Secondary Pipe
e ATCTestbae  O0SR3R022  Testbae Leak Detection Detecton e
Gilbarco-Veeder
Overfill Test Date 03/23/2022 ATG Type RoOt/TLS-

350/Gilbarco EMC
Facility Summary in Wheatland County in the City of Judith Gap

Location: MALMSTROM AFB L 5
Road 297
Judith Gap, MT 59453 Wheatland

Facility Code: 29625
Last Inspected On: 03/28/2022

System Facility 1D:54-09100 Operating Permit Renewal Date: 08/07/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator
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. . Flapper
Fiberglass Fiberglass L
06/01/1993 Reinforced Plastic Reinforced Plastic XZ{;’;'H'gh Level

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Gilbarco-Veeder
03/23/2022 Root/TLS-

350/Gilbarco EMC

Report Created: 11/1/2022 Page [17] of [22]



Facility Summary in Wheatland County in the City of Judith Gap

Location: MALMSTROM AFB L 6
Road 297
Judith Gap, MT 59453 Wheatland

Facility Code: 29626
Last Inspected On: 03/28/2022

System Facility 1D:54-09101 Operating Permit Renewal Date: 08/07/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Age 32 Tl siietlizs 03/26/1990 Tank Material Flb'erglass . Piping Material Flb_erglass . Overfill Types Valve;High Level

Date Reinforced Plastic Reinforced Plastic Alarm

TagNumber 355 Spill Test Date 0332022 FPIM@Installed Tk oplewaled PG DoubleWaled ~ AST N
Date Construction Construction

Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 03/23/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous ; . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -

Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring

Capacity 4000 ATG Test Date 03/23/2022 .II‘.g;et 'lgla?tr;tness SEEENCEN TS BB (FDE Energy Act No

Leak Detection Detection

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Wheatland County in the City of Judith Gap

Overfill Test Date 03/23/2022 ATG Type

Location: MALMSTROM AFB L 7
US Hwy 191
Judith Gap, MT 59453 Wheatland

Facility Code: 29627
Last Inspected On: 03/28/2022

System Facility 1D:54-09102 Operating Permit Renewal Date: 08/07/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . Flapper
Tank Age 29 Tank Installed /)1 /1993 Tank Material Fiberglass  ping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Reinforced Plastic Alarm
******************** I TestDate  oupannze  PRIMGIMStElled o Tank ey Pipng s ast e
Tag Number 356 Spill Test Date 03/24/2022 Date 11/16/2016 ConsiEien Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 03/24/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- - Continuous . . Continuous

Product Diesel PLLD Test Date 122:‘ g’;tp;ng G EQ;T(algsétzi?ilgn Interstitial ng gtri)(l) E'pe Interstitial Vapor Recovery No

Monitoring Monitoring
- Line Tightness Secondary Tank Secondary Pipe

| . ATeTestbate  O9AR  Testpate LeakDetection Detection .

Gilbarco-Veeder
Overfill Test Date  03/24/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Facility Summary in Wheatland County in the City of Judith Gap
Location: MALMSTROM AFB L 8 Facility Code: 29628
US Hwy 191 Last Inspected On: 03/28/2022
Judith Gap, MT 59453 Wheatland System Facility 1D:54-09103 Operating Permit Renewal Date: 08/07/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ
Candace Ellsworth, UST Class A Operator
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Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Installed ; Fiberglass f ; Fiberglass q o
Tank Age 29 Date 05/01/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xg{;/:;,ﬂgh Level
”””””””””””””” e oo, PipingInstalled oo Tank o Piping Lo e
Tag Number 357 Spill Test Date 03/23/2022 Date 01/04/2016 S Double-Walled oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 03/23/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- " Continuous n n Continuous
Product Diesel PLLD Test Date $22tk g’;{)éng ep Eég?(agétzac?ilgn Interstitial [P):{g 2{?{) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
- Line Tightness Secondary Tank Secondary Pipe
L e ATGTestDate 03232022 Testpate Leak Detection Detection .
. Gilbarco-Veeder
Overfill Test Date 03/23/2022 ATG Type ROOUTLS-350
Facility Summary in Wheatland County in the City of Shawmut
Location: MALMSTROM AFB K 5 Facility Code: 29616
US Hwy 12 Last Inspected On: 03/29/2022
Shawmut, MT 59078 Wheatland System Facility 1D:54-09089 Operating Permit Renewal Date: 07/31/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 341 CES CEANQ 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128
Owner/Operator: 341 CES CEANQ
Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator
Tank Code 2 . 490 OB . 000 | Flapper
Tank Installed n Fiberglass - - Fiberglass n "
Tank Age 29 Date 06/09/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Valve;High Level

Alarm
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Report Created: 11/1/2022

03/25/2022

Continuous Continuous

Interstitial Interstitial
Monitoring Monitoring

Gilbarco-Veeder
Root/TLS-350
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Facility Summary in Wheatland County in the City of Shawmut

Location: MALMSTROM AFB K 7 Facility Code: 29618
US Hwy 12 Last Inspected On: 03/29/2022
Shawmut, MT 59078 Wheatland System Facility 1D:54-09091 Operating Permit Renewal Date: 07/31/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Age 29 Tl siietlizs 06/01/1993 Tank Material Flb'erglass . Piping Material Flb_erglass . Overfill Types Valve;High Level
Date Reinforced Plastic Reinforced Plastic Alarm
TagNumber (367 | Spill Test Date 0352022 FPIM@nstelled Tk oplewaled PG DoubleWaled ~ AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0 EEECCBUNNNNES . NN 00
Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 03/25/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous ; . Continuous
Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale  O0S/2BR022  Testpate Leak Detection Detecton .
Overfill Test Date  03/25/2022 ATG Type Gilbarco-Veeder

Root/TLS-350




